
 

110.3 System Impact Study 
 
As with the Feasibility Study, expedited analysis procedures will be utilized, where appropriate, 
in the course of the System Impact Study. 
 
Load deliverability will only be evaluated for sub-areas where margins are known to be limited. 
In most cases, the addition of small Generation Capacity Resources will improve local 
deliverability margins.  However, if sub-area margins are known to be limited, the impact of the 
new resource will be evaluated based on its impact on the contingencies limiting emergency 
imports to the sub-area. 
 
Generation deliverability is tested using linear analysis tools. In most cases, small capacity 
additions will have no impact on generator deliverability in an area. If violations are observed, 
more detailed testing using AC tools is required. 
 
Stability analysis is generally not performed for small capacity additions.  If the capacity of an 
existing generating resource is increased by 20 MW or less, stability will be evaluated for critical 
contingencies only if existing stability margins are small. New Generation Capacity Resources 
of 20 MW or less will only be evaluated if they are connected at a location where stability 
margins associated with existing resources are small. 
 
Short circuit calculations are performed during the System Impact Study for small resource 
additions, taking into consideration all elements of the regional plan, to ensure that circuit 
breaker capabilities are not exceeded. 
 
Once the System Impact Study is completed, a System Impact Study report will be prepared and 
transmitted to the Interconnection Customer along with a Facilities Study Agreement. In order to 
remain in the New Services Queue, the Interconnection Customer must return the executed 
Facilities Study Agreement within 30 days, along with a deposit in the amount of the estimated 
cost of the Facilities Study.  The Interconnection Customer is responsible for all actual costs 
associated with the performance of the Facilities Study related to the request and will be billed 
for such costs following the completion of the Facilities Study.  If no transmission system 
facilities are required, the Facilities Study may not be required and the project will proceed 
directly to the execution of an Interconnection Service Agreement. 
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