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Need Number: APS-2019-001 
Process Stage: Need Meeting 
Need Presented: 1/11/2019 
 
Project Driver(s):  
Customer Service 
 
Specific Assumption Reference(s) 
New customer connection request will be evaluated per 
FirstEnergy’s “Requirements for Transmission Connected 
Facilities”  document and “Transmission Planning Criteria” 
document.  
 
Problem Statement 
New Customer Connection – A customer requested 138 kV 
service; anticipated load is 15 MW; location is near the Pursley 
– Franklin 138 kV line.  
 
Requested in-service date is June 2020.  
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Need Number: APS-2019-002 
Process Stage: Need Meeting 
Need Presented: 1/11/2019 
 
Project Driver(s):  
Customer Service 
 
Specific Assumption Reference(s) 
New customer connection request will be evaluated per 
FirstEnergy’s “Requirements for Transmission Connected 
Facilities”  document and “Transmission Planning Criteria” 
document.  
 
Problem Statement 
New Customer Connection – A customer requested 138 kV 
service, anticipated load is 20 MW, location is near the Fawn – 
Lawson Jct 138 kV line.  
 
Requested in-service date is July 2020.  
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