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High Load Days

• Highlighted loads 
exceed 145,000 MW

• High loads occurred in 
June, July, August.

• These loads are not 
official.
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Zone Peaks by Month
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Zone Peaks by Date



PJM © 20215www.pjm.com | Public

Diversity and Weather

• For second year in a 
row, normal peaking 
weather combined 
with above average 
diversity.

• Pockets within the 
footprint peaked on 
the same day, leading 
to high diversity.
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Summer 2021

• All loads are preliminary metered, not unrestricted. Official loads 
(including 5CP) will be available in mid-October.

• PJM initiated no load management events in summer 2021.

• Given equal weather conditions, 2021 daily peak was 1% higher 
than 2020 load.
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Contact

SME/Presenter: 
John Reynolds, 
John.Reynolds@pjm.com
Load_Analysis_Team@pjm.com

Summer 2021 Loads
Member Hotl ine

(610) 666 – 8980
(866) 400 – 8980
custsvc@pjm.com
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